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1. EXTENSION STEM GUIDE TO BE INSTALLED
VERTICALLY ALONG MANHOLE WALL TO SUPPORT

EXTENSION STEM.

2. EXTENSION STEM GUIDE TO BE FULLY ADJUSTABLE.
3. INSTALL @ 6’ MAX. INTERVALS VERTICAL TO THE
INSIDE OF MANHOLE WALL.

. DUCTILE IRON 65.45.12 MIN.

. B)"X13"X)" THK. STL. PLATE.
2"x2"X¥%" ANGLE 6)%" LONG TYP.
%" DIA. X 3" EXP. BOLT TYP.

MANHOLE WALL.
BRONZE BUSHING.

. 1%" DIA. VALVE EXTENSION STEM.
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PLAN COMPLETED ASSEMBLY EXTENSION STEM GUIDE
EXTENSION STEM GUIDE
STANDARD [|PATE: 3/1994 el paso
REV: 3/13/2008 EXTENSION STEM GUIDE TS 2\ WATER




