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EL PASO WATER UTILITIES BROWN AND CALDWELL 

Mirtha Solis
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*The EPWater representative’s signature
certifies that this Document shall become part of
the Contract Documents for the referenced
project.  The signature is not a representation
that the content of this document is technically
correct.

Joseph Moreno, P.E.  
Engineer of Record 
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June 12, 2023
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Corrugated Metal Pipe Condition Assessment and Replacement Program 
Piedras Street; Cypress Avenue South Alley to Paisano Drive 
Bid No. SW36-23 
Addendum No. 1 

Receipt of this Addendum must be acknowledged in writing to El Paso Water Utilities as required 
by the bid documents. 

SUBMITTED QUESTIONS AND ANSWERS 

The following are answers to questions that were received prior to the cutoff date for questions. 

Q-1.01. For the material on this project is only CMP and RCP accepted or can it be HDPE? 

A-1.01 Only RCP is acceptable pipe material for replacement of the Storm Drain 
per Section 01 11 00, 1.02 and Section 33 05 45.  CMP and HDPE pipe will 
not be accepted as alternative materials. 

***END OF ADDENDUM NO. 1*** 




