GENERAL NOTES:
1. TEST OUTLET ASSEMBLY GENERALLY USED ON PRESSURE REDUCING VALVE INSTALLATIONS FOR THE ADJUSTMENT & MONITORING OF PRESSURE RELIEF VALVES.
2. ADJUST HEIGHT AS NECESSARY.
3. ACTUAL TYPE OF CONNECTION TO PRESSURE PIPE VARIES (SUCH AS THREADED TEE OR TAPPING SADDLE).

CONSTRUCTION KEY NOTES:
A. REMOVABLE PRESSURE GAUGE
B. ½" BRASS HOSE BIB
C. ¾" BRASS UNION/ADAPTER
D. ¾" COPPER PIPE
E. ¾" COROPARATION STOP
F. PRESSURE PIPE