GENERAL NOTES:

1. Detail shown for a 3/4" Service, 1" Service installation is similar except for sizes of pipe, fitting, meter and box (type "B").
2. Abandon existing service lines in place.
3. No splicing shall be allowed, full length of piping service shall be installed.
4. Contractor shall make vertical and horizontal adjustments and furnish all fittings, piping and valves as necessary on the customer service side to make a service connection.

CONSTRUCTION KEY NOTES:

A. Meter box type "A" (see details 291 & 292) shall be set slightly higher than surrounding ground or at curb level.
B. 3/4" ball angle service valve with padlock wings.
C. Water meter (center inside meter box).
D. When required by EPWU, a dual check backflow preventer shall be installed on the outlet side of the meter.
E. End flare of service line.
F. Inlet and outlet coupling.
G. 3/4" copper service line (see note 3).
H. 5/8" x 3/4" corporation stop
I. Pressure regulator sometimes located near the residence.
J. Water main