- el paso
<) WATER

PUBLIC SERVICE BOARD MEETING
AGENDA ITEM
REGULAR MEETING

Wednesday, September 14, 2022

SUBJECT
Bid Number 75-22, Engine and Generator Maintenance Services

BACKGROUND

EPWater has 115 generators and engines in use for backup power to water and wastewater plants, wells, pump
stations, and support facilities. The contractor will be responsible for the maintenance service required on 115
generators and engines.

STRATEGIC OBJECTIVES SUPPORTED

Improve Infrastructure

EVALUATION PROCESS

EPWater received three bids on June 16, 2022. The bidders were Intertech Power Systems, LLC, Wagner
Equipment Co., and Southwest Commercial Engines Inc. Staff evaluated the bids and are recommending to reject
the optional PMIII item from all bidders and award the remaining items to the two lowest responsive,
responsible bidders, Intertech Power Systems, LLC and Wagner Equipment Co. Both bidders met all the
requirements as outlined within the bid proposal. The annual allowance line item may be used for vendors to
provide additional services if needed. Intertech Power Systems, LILC will be the primary contractor. EPWater will
assign any services the primary contractor cannot complete to the secondary contractor, Wagner Equipment Co.

FINANCIAL IMPLICATIONS

Sufficient funds are available in various accounts, and the funding sources are the Water and Sewer Fund and the
Stormwater Operating Fund.

PROPOSED ACTION REQUESTED

Consider and reject the optional item (item #117) for PM III services from all bidders and award Bid Number
75-22, Engine and Generator Maintenance Services, to Intertech Power Systems, LLC as the primary contractor,
the lowest responsive, responsible bidder, in the estimated annual amount of $798,385 and Wagner Equipment
Co. as the second lowest responsive, responsible bidder on an as-needed basis at the Utility’s discretion in an
estimated annual amount of $872,250 for a term of one year with the option for two, one-year extensions, provided
that funding is available in the approved budget.

SUPPORTING DOCUMENTATION PROVIDED

e Bid Tabulation




Reviewed By:

Prepared By: E L

PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES R d By:

TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES m ! 2‘1
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST) Date:

BID NUMBER: 75-22

Intertech Power Systems, LLC Wagner Equipment Co. h C fal i Inc.
6400 Airport Rd Bldg B Suite K 10501 Dyer Avenue 741 Thropton St.
El Paso, TX 79925 El Paso, TX 79924 El Paso, TX 79928
Previous Bid 97-18
ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Caterpillar Generator (125 KW)
Location: Sierra Crest #1 - 46 Sierra Crest
1a  PMI(Once a Month) EA 1" $ 225.00 $ 2,47500 $ 250.00 $ 2,750.00 _35 350.00 $ 3,850.00 _§ 305.00 $ 3,355.00
b PMII (Once a Year) EA 1 $ 1,000.00 $ 1,000.00 $ 1,200.00 $ 1,200.00 $ 1,000.00 $ 1,000.00 _§ 1,725.50 $ 1,725.50
ic PMIIl (Once Every 3 Years - Optional) EA 1 $ 1,620.00 $ 1,620.00 $ 1,700.00 $ 1,700.00 ~$ 2,500.00 $ 2,500.00 _§ 2,672.50 $ 2,672.50
Maintenance for one (1) Caterpillar Generator (125 KW) $ -
Location: Summit - 2901 Taylor Ave $ -
2a  PMI(Once a Month) EA 1" $ 225.00 $ 2,475.00 $§ 250.00 $ 2,750.00 _§ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
2b  PMII{Once a Year) EA 1 $ 1,180.00 $ 1,18000 _$ 1,200.00 $ 1,200.00 $ 1,000.00 $ 1,000.00 ~$ 1,725.50 $ 1,725.50
2c  PMIIl (Once Every 3 Years - Optional) EA 1 $ 1,620.00 $ 1,620.00 :; 1,700.00 $ 1,700.00 ] 2,500.00 $ 2,500.00 : 2,672.50 $ 2,672.50
Maintenance for one (1) Caterpillar Generator (125 KW) $ -
Location: Jackson - 1821 Robinson
$ -
3a  PMI(Once a Month) EA 11 $ 22500 $ 247500 _$ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
3b  PMII(Once a Year) EA 1 $ 1,180.00 $ 1,180.00 $ 1,200.00 $ 1,200.00 ] 1,000.00 $ 1,000.00 $ 1,725.50 $ 1,725.50
3¢ PM It (Once Every 3 Years - Optional) EA 1 $ 1,620.00 $ 1,620.00 _$ 1,700.00 $ 1,700.00 § 2,500.00 $ 2,500.00 3 267250 $ 2,672.50
Maintenance for one (1) Caterpillar Generator (200 KW) $ . = =
Location: Well 310 - 150 Vinton Rd
$ -
4a  PMI{Once a Month) EA 1 $ 30000 $ 3,300.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
4b  PMII (Once a Year) EA 1§ 300000 $§ 300000 "$___ 1,300.00 $ 1,300.00 “§ __ 1,260.00_ $ 1,250.00 § 1,066.26 $ 1,266.26
4c PMIIl (Once Every 3 Years - Optional) EA 1§ 415000 $ 415000 §___ 1,800.00 $ 1,800.00 “§ __ 2,500.00 $ 2,500.00 § _ 2,526.26_ $ 2,526.26
Maintenance for one (1) Caterpillar Generator (125 KW) $ -7 . -
Location: Piedmont - 3540 Piedmont $ -
S5a  PM | (Once a Month) EA 11 $ 225.00 $ 2,475.00 § 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
50  PM Il (Once a Year) EA 1 $ 1,225.00 $ 122500 $ 1,200.00 $ 1,200.00 ~§ 1,000.00 $ 1,000.00 ~§ 1,725.25 § 1,725.25
5c  PM Il (Once Every 3 Years - Optional) EA 1 $  1,62000 § 162000 $ _ 1,700.00 $ 1,700.00 “$ __ 2,500.00 $ 2,500.00 § _ 2,672.50 $ 2,672.50
Maintenance for one (1) Caterpillar Generator (300 KW) $ - = =
Location: Joe Caro - 8901 Echo
$ -
6a  PM I (Once a Month) EA 1 $ 300.00 $ 3,300.00 $ 250.00 $ 2,750.00 { 350.00 $ 3,850.00 § 305.00 $ 3,355.00
6b  PM Il (Once a Year) EA 1§ 300000 $ 300000 $__ 1,300.00 $ 1,300.00 §___ 1,300.00 $ 1,300.00 §___ 1,266.26_$ 1,266.26
6c  PM Il (Once Every 3 Years - Optional) EA 1§ 415000 $ 4,150.00 1,800.00 $ 1,800.00 “$ __ 3,200.00 $ 320000 $ 250626 $ 2,526.26
Maintenance for ane (1) Caterpillar Generator (200 KW) $ - = . .
Location: Mountain Park #1 - 3029 Devils Tower $ .
7a  PM(Once a Month) EA 1 $ 30000 $ 3,300.00 $ 250.00 $ 2,750.00 ¢ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
70 PMII{Oncea Year) EA 1§ 325000 § 325000 § _ 1,300.00_ $ 1,300.00 "§___ 1,250.00_ $ 1,250.00 §___ 1,266.26_ $ 1,266.26
7c PM Il (Once Every 3 Years - Optionat) EA 1§ 500000 § 500000 § _ 1,800.00_ $ 1,800.00 §  2,500.00_ $ 2,500.00 §__ 2526.26_$ 2,526.26
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PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES

TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES

BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST)
BID NUMBER: 75-22
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T
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Intertech Power Systems, LLC

6400 Airport Rd Bldg B Suite K
El Paso, TX 79925

Wagner Equipment Co.

10501 Dyer Avenue
El Paso, TX 79924

Inc.

741 Thropton St.
El Paso, TX 79928

Previous Bid 97-18
ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Caterpillar Generator (400 KW) $ -
Location: Wells 203/308 - 8199 N.Vinton Rd $ -
8a  PMI(Once a Month) EA 1 $ 300.00 $ 3,30000 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
8b  PMIi (Once a Year) EA 1 $ 3,100.00 §$ 3,100.00 $ 1,750.00 $ 1,750.00 ]5 1,5600.00 $ 1,500.00 _$ 1,266.26 $ 1,266.26
8c  PM lil (Once Every 3 Years - Optional) EA 1 $ 4,200.00 $ 4,200.00 $ 1,975.00 $ 1,975.00 $ 3,800.00 $ 3,800.00 _$ 2,526.26 $ 2,526.26
Maintenance for one (1) Caterpillar Generator (300 KW) $ -
Location: Wells 204/311 - 8205 N. Vinton Rd. $ B
9a  PM I (Once a Month) EA 1 $ 300.00 $ 3,300.00 $ 250.00 $ 2,750.00 _$ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
9b  PMIi (Once a Year) EA 1 $ 3,100.00 § 3,100.00 _$ 1,300.00 $ 1,300.00 _$ 1,300.00 $ 1,300.00 _$ 1,266.26 $ 1,266.26
9c  PMIIl (Once Every 3 Years - Optional) EA 1 $ 4,200.00 $ 420000 _$ 1,800.00 $ 1,800.00 $ 3,800.00 $ 3,800.00 _ﬁ; 2,526.26 $ 2,5626.26
Maintenance for one (1) Caterpillar Generator (300 KW) $ -
Location: Well 304 - 7902 Bosque Rd $ -
10a  PM I (Once a Month}) EA 11 $ 205.00 $ 2,255.00 _$ 250.00 $ 2,750.00 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
10b  PM Il (Once a Year) EA 1 $ 850.00 $ 850.00 $ 1,300.00 $ 1,300.00 ~§ 1,300.00 $ 1,300.00 1,266.26 $ 1,266.26
10c  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,000.00 $ 1,000.00 _55 1,800.00 $ 1,800.00 _$ 3,800.00 $ 3,800.00 _$ 2,5626.26 $ 2,626.26
Maintenance for one (1) Caterpillar Generator (450 KW) $ -
Location: Wells 202/301 - 392 Vinton Rd
$ -
11a  PM I (Once a Month) EA 1 $ 250.00 $ 2,750.00 _$ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 ¢ 305.00 $ 3,355.00
11b  PM Il (Once a Year) EA 1 $ 2,125.00 $ 2,125.00 _5 1,300.00 $ 1,300.00 I 1,500.00 $ 1,500.00 3 1,266.26 $ 1,266.26
11c  PM Il (Once Every 3 Years - Optional) EA 1§ 250000 $ 250000 $ __ 1,800.00 $ 1,800.00 §___ 3,800.00_ $ 3,800.00 § _ 2,506.96_ $ 2,526.26
Maintenance for one (1) Caterpillar Generator (500 KW) $ . . -
Location: Well 309 - 8230 Luciano Rd $ =
12a  PM I (Once a Month) EA 11 $ 250.00 $ 2,750.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
12b  PM Il (Once a Year) EA 1 $ 200000 $ 2,000.00 _$ 1,750.00 $ 1,750.00 _$ 1,600.00 $ 1,600.00 $  1,266.26 $ 1,266.26
12c  PM Il (Once Every 3 Years - Optional) EA 1 $ 242500 § 242500 _§ 1,975.00 $ 1,975.00 "$ __ 3,950.00 $ 3,950.00 §  2,526.26 $ 2,526.26
Maintenance for one (1) Caterpillar Generator (400 KW) $ - = .
Location: Davis - 2304 San Diego Ave
$ -
13a  PM1{Once a Month) EA 1 $ 22500 $ 2,475.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
13b  PMII (Once a Year) EA 1 $ 1,300.00 $ 1,300.00 3 1,750.00 $ 1,750.00 3 1,500.00 $ 1,500.00 _B 1,266.26 $ 1,266.26
13c  PM il (Once Every 3 Years - Optional) EA 1§ 162000 § 162000 § __ 1,975.00 $ 1975.00 §___ 3,950.00 $ 3950.00 § _ 2,506.06_ $ 2,526.26
Maintenance for one (1) Caterpillar Generator (500 KW) $ B - -
Location: Redd Rd. - 6721 Imperial Ridge $ -
14a  PM I (Once a Month) EA 1" $ 22500 $ 247500 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
14b  PM Il (Once a Year) EA 1§ 118000 $ 118000 §__ 1,750.00_ $ 1,750.00 "§___ 1,600.00_ $ 1,600.00 § _ 1,266.26_ $ 1,266.26
14c  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,620.00 $ 162000 _$ 1,975.00 $ 1,975.00 _$ 3,950.00 $ 3,950.00 :B 2,526.26 $ 2,526.26
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PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES

TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES

BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST)
BID NUMBER: 75-22

Prepared By:f H’
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Intertech Power Systems, LLC

6400 Airport Rd Bldg B Suite K
El Paso, TX 79925

Wagner Equipment Co.

10501 Dyer Avenue
El Paso, TX 79924

h C

741 Thropton St.
El Paso, TX 79928

Inc.

Previous Bid 97-18
ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Caterpillar Generator (350 KW) $ -
Location: Coronado #1 - 279 Fountain $ =
15a  PM | (Once a Month) EA 11 300.00 $ 3,300.00 $ 250.00 $ 2,750.00 _§ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
150 PM Il (Once a Year) EA 1 2,500.00 $ 2,500.00 _$ 1,750.00 $ 1,750.00 § 1,250.00 $ 1,250.00 _$ 1,266.26 $ 1,266.26
15¢  PM Ill (Once Every 3 Years - Optional) EA 1 3,000.00 $ 3,000.00 EE 1,975.00 $ 1,975.00 : 3,950.00 $ 3,950.00 _$ 2,526.26 $ 2,526.26
Maintenance for one (1) Caterpillar Generator (400 KW) $ -
Location: Coronado #2 - 884 Thunderbird $ -
16a  PM | (Once a Month) EA 1 225.00 $ 2,47500 § 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _§ 305.00 $ 3,355.00
16b  PM Il (Once a Year) EA 1 2,000.00 $ 2,000.00 ]s 1,750.00 $ 1,750.00 $§ 1,500.00 $ 1,500.00 $ 1,226.26 $ 1,226.26
16c  PM Il (Once Every 3 Years - Optional) EA 1 2,425.00 $ 242500 _$ 1,975.00 $ 1,975.00 $ 3,950.00 $ 3,950.00 ]s 2,5626.26 $ 2,526.26
Maintenance for one (1) Caterpillar Generator (300 KW) $ -
Location: Coronado #3 - 1114 Thunderbird $ -
17a  PM | (Once a Month) EA 1 22500 $ 2,475.00 $ 250.00 $ 2,750.00 ¢ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
17b  PM Il (Once a Year) EA 1 1,300.00 $ 1,30000 _§ 1,300.00 $ 1,300.00 ~$ 1,250.00 $ 1,250.00 ~§ 1,266.26 $ 1,266.26
17¢  PM Il (Once Every 3 Years - Optional} EA 1 1,620.00 $ 1,620.00 :; 1,800.00 $ 1,800.00 S 3,950.00 $ 3,950.00 _§ 2,526.26 $ 2,526.26
Maintenance for one (1) Caterpillar Generator (350 KW) $ -
Location: Festival #2 - 5510 N. Stanton $ -
18a  PM I (Once a Month) EA 11 22500 $ 2,475.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
18b  PM Il (Once a Year) EA 1 1,350.00 $ 1,35000 § __ 1,750.00 $ 1,750.00 ~§ 1,250.00 $ 1,250.00 4 1,266.26 $ 1,266.26
18c  PM Il (Once Every 3 Years - Optional) EA 1 185000 $ 185000 § _ 1,975.00 $ 1,975.00 " 3,950.00 $ 3,950.00 § 2,526.26 $ 2,526.26
Maintenance for one (1) Caterpillar Generator (350 KW) $ -7 - =
Location: Well 516 - 9641 Railroad $ -
19a  PM | (Once a Month) EA 1 22500 $ 2,475.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
19b  PM Il (Once a Year) EA 1 1,300.00 $ 1,300.00 _$ 1,750.00 $ 1,750.00 ~$ 1,250.00 $ 1,250.00 _§ 1,266.26 $ 1,266.26
19c  PM Ili (Once Every 3 Years - Optional) EA 1 1,620.00 $ 1,620.00 _ $ 1,975.00 $ 1,975.00 _$ 3,950.00 $ 3,950.00 s 2,526.26 $ 2,526.26
Maintenance for one (1) Caterpillar Generator (300 KW) $ - = - .
Location: Well 519 - 6235 Deer Ave $ -
20a PM | {Once a Month) EA 1 300.00 $ 3,300.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
20b  PM Il (Once a Year) EA 1 3,000.00 $ 3,000.00 $ 1,300.00 $ 1,300.00 °$ 1,250.00 $ 1,250.00 ~§ 126.26 $ 126.26
20c  PM Il (Once Every 3 Years - Optional) EA 1 4,150.00 $ 4,150.00 $ 1,800.00 $ 1,800.00 ~§ 3,950.00 $ 3,950.00 " § 2,526.26 $ 2,526.26
Maintenance for one (1) Caterpillar Generator (300 KW) $ - - =
Location: Well 520 - 6440 Tiger Eye
$ -
21a  PM(Once a Month) EA 1 250.00 $ 2,750.00 $§ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
21b  PM I (Once a Year) EA 1 2,125.00 $ 2,12500 $ 1,300.00 $ 1,300.00 ~$ 1,250.00 $ 1,250.00 ~$ 1,266.26 $ 1,266.26
21c  PM Il (Once Every 3 Years - Optional) EA 1 2,500.00 $ 2,500.00 ]5 1,800.00 $ 1,800.00 :> 3,950.00 $ 3,950.00 ], 2,5626.26 $ 2,526.26
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PUBLIC SERVICE BOARD - EL. PASO WATER UTILITIES
TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST)
BID NUMBER: 75-22

Prepared By:

Reviewed By:

Reviewed By:

Date: 5 L\t ’Z,'Z

Intertech Power Systems, LLC

6400 Airport Rd Bldg B Suite K
El Paso, TX 79925

Wagner Equipment Co.

10501 Dyer Avenue
El Paso, TX 79924

C

Inc.

741 Thropton St.
El Paso, TX 79928

Previous Bid 97-18

ITEM DESCRIPTION UNIT | +QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Caterpillar Generator (300 KW) $ -
Location: Well 521 - 6901 Angora Loop $ -
22a  PM | (Once a Month) EA 11 22500 $ 2,475.00 $ 250.00 $ 2,750.00 _§ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
22b  PM Il (Once a Year) EA 1 1,350.00 $ 1,350.00 $ 1,300.00 $ 1,300.00 $ 1,250.00 $ 1,250.00 $ 1,266.26 $ 1,266.26
22¢  PM Il (Once Every 3 Years - Optional) EA 1 1,850.00 $ 1,850.00 $ 1,800.00 $ 1,800.00 35 3,950.00 $ 3,950.00 :E 2,526.26 $ 2,526.26
Maintenance for one (1) Caterpillar Generator (400 KW) $ -
Location: Well 522 - 10222 Railroad Dr $ -
23a  PM I (Once a Month) EA 1 205.00 $ 2,255.00 $ 250.00 $ 2,750.00 § 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
23b  PM Il (Once a Year) EA 1 850.00 $ 850.00 $ 1,750.00 $ 1,750.00 ~$ 1,500.00 $ 1,500.00 _§ 1,266.26 $ 1,266.26
23¢c  PM Il (Once Every 3 Years - Optional) EA 1 1,000.00 $ 1,000.00 $ 1,975.00 $ 1,975.00 _$ 3,950.00 $ 3,950.00 § 2,526.26 $ 2,526.26
Maintenance for one (1) Caterpillar Generator (400 KW) $ - - -
Location: Well 56 - 6981 Jerico Tree $ -
24a  PM | (Once a Month) EA 11 22500 $ 2,475.00 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
24b  PM Il (Once a Year) EA 1 1,350.00 $ 1,350.00 _§ 7,750.00 $ 1,750.00 “§ __ 1,500.00 $ 1,500.00 "$___ 1,266.26 $ 1,266.26
24c  PM Il (Once Every 3 Years - Optional) EA 1 1,850.00 $ 1,850.00 _§ 1,975.00 $ 1,975.00 :B 3,950.00 $ 3,950.00 3 2,526.26 $ 2,526.26
Maintenance for one (1) Caterpillar Generator (250 KW) $ -
Location: Well 529 - 10571 Dyer $ -
25a  PM | (Once a Month) EA 11 22500 $ 247500 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
25b  PM Il (Once a Year) EA 1 1,455.00 $ 145500 $ 1,300.00 $ 1,300.00 ~$ 1,250.00 $ 1,250.00 $ 2,593.26 $ 2,593.26
25c  PM Ill (Once Every 3 Years - Optional) EA 1 1,850.00 § 185000 § __ 1,800.00 $ 1,800.00 “§ __ 2,000.00_ $ 2,900.00 § _ 2,93526 $ 2,935.26
Maintenance for one (1) Caterpillar Generator (450 KW) $ . -
Location: Well E6 - 200 Bowen Ranch $ -
26a PM | (Once a Month) EA 11 22500 $ 2,475.00 _$ 250.00 $ 2,750.00 § 350.00 $ 3,850.00 305.00 $ 3,355.00
26b  PM Il (Once a Year) EA 1 1,180.00 $ 1,180.00 $ 1,750.00 $ 1,750.00 ~§ 1,500.00 $ 1,500.00 2,593.26 $ 2,593.26
26c  PM Ill (Once Every 3 Years - Optional) EA 1 162000 § 162000 §  1,975.00 $ 1,975.00 ~§ 3,950.00 $ 3,950.00 § 2,935.26  $ 2,935.26
Maintenance for one (1) Caterpillar Generator (400 KW) $ -
Location: Well 40A - 6400 Sean Haggerty $ -
27a  PM|(Once a Month) EA 11 225.00 $ 247500 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
27b  PM Il (Once a Year) EA 1 1,525.00 $ 1,525.00 $ 1,750.00 $ 1,750.00 $ 1,500.00 $ 1,500.00 ~$ 2,593.26 $ 2,593.26
27¢  PM Il (Once Every 3 Years - Optional) EA 1 1,850.00 $ 1,850.00 $ 1,975.00 $ 1,975.00 § 3,950.00 $ 3,950.00 § 2,935.35 $ 2,935.35
Maintenance for one (1) Caterpillar Generator (500 KW) $ - -
Location: Well 24A - 5100 Antonio Ave $ -
28a PM I (Once a Month) EA 1 205.00 $ 2,255.00 _$ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
28b  PM Il (Once a Year) EA 1 85000 § 85000 § _ 1,750.00 $ 1,750.00 §__ 1,600.00_ $ 1,600.00 §  2,726.36_$ 2,726.36
28c  PM Il (Once Every 3 Years - Optional) EA 1 1,000.00 $ 100000 $ _ 1,975.00 $ 1,97500 3 4,100.00_§ 4,10000 "§ __ 3,12536 $ 3,125.36
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PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES
TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST)
BID NUMBER: 75-22

Prepared By;
) Byéu 1\8/

Reviewed By: ( Ds

Date: 3 E& 2:_

Intertech Power Systems, LLC

6400 Airport Rd Bldg B Suite K

El Paso, TX 79925

Wagner Equipment Co.

10501 Dyer Avenue
El Paso, TX 79924

h C

Inc.

741 Thropton St.
El Paso, TX 79928

Previous Bid 97-18

ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Caterpillar Generator (300 KW) $ -
Location: Well 21B - 5001 Hercules Ave $ -
29a PM| (Once a Month) EA 11 22500 $ 2,475.00 § 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
29b  PM Il (Once a Year) EA 1 1,00000 $ 100000 §__ 1,750.00_ $ 1,750.00 "$___ 1,250.00_ $ 1,250.00 § _ 1,356.26_$ 1,356.26
29¢c  PM Il (Once Every 3 Years - Optional) EA 1 1,620.00 $ 1,620.00 § 1,975.00 $ 1,975.00 _$ 3,950.00 $ 3,950.00 § 2,678.26 $ 2,678.26
Maintenance for one (1) Caterpillar Generator (400 KW) $ -
Location: Well 55A - 8808 Diana Dr $ -
30a PMI (Once a Month) EA 1 22500 $ 2,475.00 § 250.00 $ 2,750.00 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
30b  PMIl(Once a Year) EA 1 2,12500 $ 2,125.00 4 1,750.00 $ 1,750.00 : 1,500.00 $ 1,500.00 $ 2,503.75 $ 2,603.75
30c  PM (Il (Once Every 3 Years - Optional) EA 1 2,500.00 $ 2,500.00 : 1,975.00 $ 1,975.00 _§ 3,950.00 $ 3,950.00 3; 2,935.75 $ 2,935.75
Maintenance for one (1) Caterpillar Generator (2000 KW) $ -
Location: Wells 74A,75A,76A,77A,78A,79,80 - 7000 Airport $ b
31a  PM | (Once a Month) EA 11 22500 $ 2,475.00 _5 350.00 $ 3,850.00 K 350.00 $ 3,850.00 _i 305.00 $ 3,355.00
31b  PMII (Once a Year) EA 1 2,12500 § 2,125.00 _§ 3,600.00 $ 3,600.00 _§ 2,900.00 $ 2,900.00 $ 3,946.75 $ 3,946.75
3tc  PM It (Once Every 3 Years - Optional) EA 1 2,500.00 $ 2,500.00 § 4,300.00 $ 4,300.00 _§ 6,500.00 $ 6,500.00 _$ 4,726.23 $ 4,726.23
Maintenance for one (1) Caterpillar Generator (1500 KW) $ -
Location: Wells 90A,91A,92A,93A - 9401 Mayflower $ -
32a PMI(Once a Month) EA 1 22500 $ 2,475.00 § 350.00 $ 3,850.00 § 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
32b  PMII (Once a Year) EA 1 142000 $ 142000 $ __ 2,260.00 $ 2,250.00 § __ 2,500.00_ $ 2,500.00 § 394675 $ 3,946.75
32c  PM Il (Once Every 3 Years - Optional) EA 1 1,850.00 $ 1,850.00 3,800.00 $ 3,800.00 _§ 6,000.00 $ 6,000.00 " § 4,726.23 $ 4,726.23
Maintenance for one (1) Caterpillar Generator (400 KW) $ - - -
Location: Well 18A - 553 Dunne $ -
33a PM I (Once a Month) EA 11 300.00 $ 3,300.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
33  PM Il (Once a Year) EA 1 3,00000 $ 300000 §  1.750.00_ $ 1,750.00 § __ 1,500.00_ $ 1,500.00 §  1,35623 $ 1,356.23
33c  PMIIl (Once Every 3 Years - Optional) EA 1 4,150.00 $ 4,15000 § 1,975.00 $ 1,975.00 5,150.00 $ 5,150.00 ~§ 2,678.23 $ 2,678.23
Maintenance for one (1) Caterpillar Generator (250 KW) $ -
Location: Well 89A - 4100 Delta $ -
34a PM | (Once a Month) EA 1 22500 $ 2,475.00 $ 250.00 $ 2,750.00 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
34b  PMIi (Once a Year) EA 1 1,525.00 $ 1,525.00 :: 1,300.00 $ 1,300.00 ~$ 1,250.00 $ 1,250.00 ~$ 1,627.25 $ 1,627.25
34c  PMIIl (Once Every 3 Years - Optional) EA 1 1,850.00 $ 1,850.00 § 1,800.00 $ 1,800.00 2,500.00 $ 2,500.00 3 2,672.25 $ 2,672.25
Maintenance for one (1) Caterpillar Generator (300 KW) $ - T - -
Location: Well 45A - 3813 Mattox $ -
35a  PM I (Once a Month) EA 1 22500 $ 2,47500 $ 250.00 $ 2,750.00 § 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
35b  PM Il (Once a Year) EA 1 1,525.00 $ 1,525.00 $ 1,300.00 $ 1,300.00 $ 1,250.00 $ 1,250.00 " 1,627.23 $ 1,627.23
35c  PM Il (Once Every 3 Years - Optional) EA 1 1,850.00 $ 1,850.00 $ 1,800.00 $ 1,800.00 $ 2,500.00 $ 2,500.00 E; 2,672.50 $ 2,672.50
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PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES
TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST)
BID NUMBER: 75-22

Prepared By;,

d By:_{

Reviewed By: ( @

Date:

Intertech Power Systems, LLC

6400 Airport Rd Bldg B Suite K

El Paso, TX 79925

Wagner Equipment Co.

10501 Dyer Avenue
El Paso, TX 79924

h C

ial Engines Inc.

741 Thropton St.
El Paso, TX 79928

Previous Bid 97-18
ITEM DESCRIPTION UNIT | *QTY | Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Caterpiilar Generator (450 KW) $ -
Location: Well 63 - 9401 Mayflower $ -
36a PM | (Once a Month) EA 11 $ 250.00 $ 2,750.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
36b PM It (Once a Year) EA 1 $ 2,000.00 $ 2,000.00 ES 1,750.00 $ 1,750.00 :, 1,500.00 $ 1,500.00 _3; 1,366.26 $ 1,366.26
36c  PM Ill (Once Every 3 Years - Optional) EA 1 $ 2,425.00 $ 242500 _$ 1,975.00 $ 1,975.00 _§ 5,150.00 $ 5,150.00 _§ 2,725.23 $ 2,725.23
Maintenance for one (1) Caterpillar Generator (450 KW) $ -
Location: Well 46A - 9841 Carnegie $ -
37a  PM | (Once a Month) EA 11 $ 22500 $ 2,47500 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
37b  PM Il (Once a Year) EA 1 $ 1,180.00 $ 1,180.00 $ 1,750.00 $ 1,750.00 $ 1,500.00 $ 1,500.00 $ 1,366.23 $ 1,366.23
37¢  PM Iil (Once Every 3 Years - Optional) EA 1 $ 160.00 $ 160.00 $ 1,975.00 $ 1,975.00 § 5,150.00 $ 5,150.00 :5 2,72523 $ 2,725.23
Maintenance for one (1) Caterpillar Generator (450 KW) $ -
Location: Well 29B - 10800 McCombs $ -
38a PM(Once a Month) EA 1 $ 300.00 $ 3,300.00 _; 250.00 $ 2,750.00 _$ 350.00 $ 3,850.00 _35 305.00 $ 3,355.00
38b  PM Il (Once a Year) EA 1 $ 3,000.00 $ 3,000.00 $ 1,750.00 $ 1,750.00 _$ 1,5600.00 $ 1,500.00 _$ 1,366.26 $ 1,366.26
38c  PMIIl (Once Every 3 Years - Optional) EA 1 $ 4,15000 $ 4,150.00 :> 1,975.00 $ 1,975.00 5,150.00 $ 5,150.00 _$ 272526 $ 2,725.26
Maintenance for one (1) Caterpillar Generator (200 KW) $ - =
Location: Well 25A - 5121 Transmountain $ -
3%a PM I (Once a Month) EA 11 $ 300.00 $ 3,300.00 _$ 250.00 $ 2,750.00 _$ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
3%b  PM Il (Once a Year) EA 1 $ 3,000.00 $ 3,000.00 $ 1,300.00 $ 1,300.00 $ 1,250.00 $ 1,250.00 $ 1,366.26 $ 1,366.26
39c  PMIIl (Once Every 3 Years - Optional) EA 1 $ 4,150.00 $ 4,150.00 3 1,800.00 $ 1,800.00 _Ss 2,500.00 $ 2,500.00 _5 2,623.26 $ 2,623.26
Maintenance for one (1) Caterpillar Generator (450 KW) $ - T - -
Location: War Highway - 11035 Sean Haggerty $ -
40a  PM I (Once a Month) EA 1 $ 300.00 $ 3,300.00 _$ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
40b  PM Il (Once a Year) EA 1 $ 3,000.00 $ 3,000.00 $ 1,750.00 $ 1,750.00 1,500.00 $ 1,500.00 ~§ 1,366.26 $ 1,366.26
40c  PM Il (Once Every 3 Years - Optional) EA 1§ 415000 $ 415000 § _ 1,800.00 $ 1,800.00 “§ __ 5,150.00 $ 5,150.00 § _ 2,72523 $ 2,725.23
Maintenance for one (1) Caterpillar Generator (250 KW) $ -
Location: Westway - 100 W Vinton $ -
41a  PM | (Once a Month) EA 1" $ 225.00 $ 2,475.00 $ 250.00 $ 2,750.00 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
41b  PM Il (Once a Year) EA 1 $ 1,000.00 $ 1,000.00 :S 1,300.00 $ 1,300.00 1,250.00 $ 1,250.00 1,366.26 $ 1,366.26
41c  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,620.00 $ 162000 $ 1,800.00 $ 1,800.00 " 2,500.00 $ 2,500.00 2,623.26 $ 2,623.26
Maintenance for one (1) Caterpillar Generator (750 KW) $ - T - -
Location: Artcraft #1 - 7830 Paseo Del Norte $ -
42a  PM 1 (Once a Month) EA 11 $ 225.00 $ 247500 _§ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
42b  PM Il (Once a Year) EA 1 $ 1,000.00 $ 1,00000 _§ 3,600.00 $ 3,600.00 § 2,200.00 $ 2,200.00 3 2,693.75 $ 2,693.75
42c  PM Il (Once Every 3 Years - Optional) EA 1§ 162000 $ 162000 § __ 4,300.00_ $ 4,300.00 "§___ 6,000.00 $ 600000 §  3,135.23_ $ 3,135.23
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PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES

TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES

BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST)
BID NUMBER: 75-22

Prepared By:

Revi d By:

. o4
Date:m

Intertech Power Systems, LLC

6400 Airport Rd Bldg B Suite K
El Paso, TX 79925

Wagner Equipment Co.

10501 Dyer Avenue
El Paso, TX 79924

Snuth C ol E Inc.

741 Thropton St.
El Paso, TX 79928

I UNIT | *QTY I Unit Cost

Previous Bid 97-18

ITEM DESCRIPTION 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Caterpitlar Generator (450 KW) $ -
Location: Nevins - 5101 Woodrow Bean $ -
43a  PM | (Once a Month) EA 1 22500 $ 2,47500 $ 250.00 $ 2,750.00 _$ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
43b  PM Il (Once a Year) EA 1 1,000.00 $ 1,000.00 $ 1,750.00 $ 1,750.00 _$ 1,500.00 $ 1,500.00 _$ 1,466.26 $ 1,466.26
43¢ PM Il (Once Every 3 Years - Optional) EA 1 1,620.00 $ 1,620.00 $ 1,975.00 $ 1,975.00 _$ 5,150.00 $ 5,150.00 $ 2,823.66 $ 2,823.66
Maintenance for one (1) Caterpillar Generator (1500 KW) $ -
Location: Sherman - 10030 Railroad $ -
44a  PM | (Once a Month) EA 11 225.00 $ 2,475.00 _&: 350.00 $ 3,850.00 § 350.00 $ 3,850.00 _SB 305.00 $ 3,355.00
44b  PM It (Once a Year) EA 1 1,180.00 $ 1,180.00 $ 2,250.00 $ 2,250.00 j 2,800.00 $ 2,800.00 _SE 2,966.26 $ 2,966.26
44c  PM Il (Once Every 3 Years - Optional) EA 1 1,620.00 $ 1,620.00 3 3,800.00 $ 3,800.00 _&; 6,000.00 $ 6,000.00 _$ 3,620.65 $ 3,620.65
Maintenance for one (1) Caterpillar Generator (350 KW) $ -
Location: Memphis - 2600 Sparkman $ O
45a  PM | (Once a Month) EA 11 22500 $ 2,475.00 _$ 250.00 $ 2,750.00 _$ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
45b  PM Il (Once a Year) EA 1 1,000.00 $ 1.000.00 _$ 1,450.00 $ 1,450.00 _$ 1,250.00 $ 1,250.00 _$ 1,366.23 $ 1,366.23
45¢  PM Il (Once Every 3 Years - Optional) EA 1 1,620.00 $ 1,620.00 1,975.00 $ 1,975.00 _§ 2,900.00 $ 2,900.00 $ 2,623.65 $ 2,623.65
Maintenance for one (1) Caterpillar Generator (750 KW) $ . e
Location: Zaragoza - 1401 N. Zaragoza $ -
46a PM 1 (Once a Month) EA 1 22500 $ 2,475.00 _§ 250.00 $ 2,750.00 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
46b  PM Il (Once a Year) EA 1 1,300.00 $ 1,300.00 _‘ 3,500.00 $ 3,500.00 1,900.00 $ 1,900.00 13 1,837.26 $ 1,837.26
46c  PM [ll (Once Every 3 Years - Optional) EA 1 162000 $ 162000 _§ 4,150.00 $ 4,150.00 ~§ 5,500.00 $ 5500.00 $  3,223.75 § 3,223.75
Maintenance for one (1} Caterpillar Generator (1000 KW) $ - =
Location: Lindbergh - 100 Lindbergh $ -
47a  PM | (Once a Month) EA 1 225.00 $ 2,475.00 _‘ 250.00 $ 2,750.00 R 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
47b  PM Il (Once a Year) EA 1 1,180.00 § 118000 _$__ 3,250.00_ $ 3,250.00 2,000.00_ $ 2,000.00 § 206626 $ 2,966.26
47c  PM Il (Once Every 3 Years - Optional) EA 1 162000 $ 1,620.00 9 4,300.00 $ 4,300.00 6,000.00 $ 6,000.00 § 362026 $ 3,620.26
Maintenance for one (1) Caterpillar Generator (1000 KW) $ -
Location: Fred Miller - 7309 N. Mesa $ -
48a  PM | (Once a Month) EA 1 22500 $ 2,475.00 _$ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 ¢ 305.00 $ 3,355.00
48b  PM Il (Once a Year) EA 1 1,525.00 $ 1525.00 _§ 3,250.00 $ 3,250.00 " § 2,000.00 $ 2,000.00 " § 2,966.26 $ 2,966.26
48c  PM Il (Once Every 3 Years - Optional) EA 1 1,850.00 $ 185000 _§  4,300.00_ $ 4,300.00 $ _ 6,000.00 $ 6,000.00 § _ 3,620.26 $ 3,620.26
Maintenance for one (1) Caterpillar Generator (750 KW) $ - - =
Location: Northeast - 10800 McCombs $ -
49a  PM | {Once a Month) EA 1 225.00 $ 2,475.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
49 PM Il (Once a Year) EA 1 135000 § 135000 §___ 3,500.00_ $ 3,500.00 § _ 1,900.00_ $ 1,90000 § __ 1,837.56_$ 1,837.56
49c  PM Il Once Every 3 Years - Optional) EA 1 185000 $ 185000 § __ 4,150.00_ $ 4,150.00 "§ __ 5,500.00_ $ 550000 § 322375 $ 3,223.75
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i

By: ‘a

PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES Reviewed BM
TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST) Date:M
BID NUMBER: 75-22

Intertech Power Systems, LLC Wagner Equipment Co. t C ial ines Inc.
6400 Airport Rd Bldg B Suite K 10501 Dyer Avenue 741 Thropton St.
El Paso, TX 79925 El Paso, TX 79924 El Paso, TX 79928

Previous Bid 97-18
ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL

Maintenance for one (1) Caterpillar Generator (450 KW) $ -
Location: Montana - 10201 Montana $ -
50a PM I (Once a Month) EA 1 $ 225.00 $ 2,475.00 $ 250.00 $ 2,750.00 _§ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
50b  PM Il (Once a Year) EA 1 $ 1,350.00 $ 1,350.00 $ 1,750.00 $ 1,750.00 1,500.00 $ 1,500.00 _B 1,326.26 $ 1,326.26
50c  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,620.00 $ 1,620.00 $ 1,975.00 $ 1,975.00 : 5,150.00 $ 5,150.00 _$§ 2,879.23 $ 2,879.23
Maintenance for one (1) Caterpillar Generator (450 KW) $ -
Location: McRae - 9401 Mayflower $ -
51a PM I (Once a Month) EA 11 $ 22500 $ 2,475.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
51b  PM Il {Once a Year) EA 1 $ 142000 $ 1,42000 § 1,750.00 $ 1,750.00 _§ 1,500.00 $ 1,500.00 _$ 1,326.26 $ 1,326.26
51c  PMIIl (Once Every 3 Years - Optional) EA 1 $ 1,850.00 $ 1,850.00 :: 7,975.00 $ 7,975.00 js 5,150.00 $ 5,150.00 _$ 2,879.20 $ 2,879.20
Maintenance for one (1) Caterpillar Generator (1000 KW) $ -
Location: Americas - 1260 Southview Dr $ -
52a  PM | (Once a Month) EA 1 $ 225.00 $ 2,475.00 _S> 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
52b  PM Il (Once a Year) EA 1 $ 1,525.00 $ 152500 _§$ 3,250.00 $ 3,250.00 ~§ 2,000.00 $ 2,000.00 $ 2,966.26 $ 2,966.26
52¢  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,850.00 $ 1.850.00 _$ 4,300.00 $ 4,300.00 ]E 6,000.00 $ 6,000.00 " § 3,620.26 $ 3,620.26
Maintenance for one (1) Cummins Generator (325 KW) $ - .
Location: Artcraft #2 - 1651 W Redd Rd $ -
53a PM I (Once a Month) EA 11 $ 225.00 $ 2,47500 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
53b  PMII(Once a Year) EA 1 $ 1,350.00 $ 1,350.00 $ 1,425.00 $ 1,425.00 § 1,250.00 $ 1,250.00 _§ 1,326.75 $ 1,326.75
53¢  PMIIl (Once Every 3 Years - Optional) EA 1 $ 1,850.00 $ 1,850.00 $ 1,875.00 $ 1,875.00 $ 5,000.00 $ 5,000.00 _$ 2,879.26 $ 2,879.26
Maintenance for one (1) Cummins Generator (30 KW) $ -
Location: Camelot - 4812 N. Stanton $ -
54a  PMI(Once a Month) EA 11 $ 22500 $ 2,475.00 § 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
54b  PMII (Once a Year) EA 1 $ 152500 $ 152500 $ 1,200.00 $ 1,200.00 $ 900.00 $ 900.00 $ 1,126.23 $ 1,126.23
54c  PM Ill (Once Every 3 Years - Optional) EA 1 $ 1,850.00 $ 1,850.00 § 1,700.00 $ 1,700.00 § 1,500.00 $ 1,500.00 $ 1,916.23 § 1,916.23
Maintenance for one (1) Cummins Generator (150 KW) $ -
Location: Festival #3 - 465 San Clemente $ -
65a PM | (Once a Month) EA 1 $ 250.00 $ 2,750.00 _$ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
55b  PM Il (Once a Year) EA 1 $ 162500 $ 162500 _§ 1,225.00 $ 1,225.00 " 1,000.00 $ 1,000.00 ~§ 1,82523 $ 1,825.23
55¢  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,950.00 $ 1,950.00 $ 1,800.00 $ 1,800.00 2,500.00 $ 2,500.00 " § 2,723.36 $ 2,723.36
Maintenance for one (1) Cummins Generator (750 KW) $ - - =
Location: Montana North - 13350 Jonathan Elias Ct $ -
56a  PM [ (Once a Month) EA 1" $ 22500 $ 2,475.00 _SB 250.00 $ 2,750.00 _$ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
56b  PM Il (Once a Year) EA 1 $ 1,300.00 $ 1,300.00 _SE 1,975.00 $ 1,975.00 $ 1,500.00 $ 1,500.00 ~§ 1,826.23 $ 1,826.23
56¢c  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,620.00 $ 1.620.00 _$ 2,175.00 $ 2,175.00 :; 6,000.00 $ 6,000.00 : 3,135.26 $ 3,135.26
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Prepared Byj

By: v
PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES Reviewed By:_L
TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST) Date:S&Lzz
BID NUMBER: 75-22
Intertech Power Systems, LLC Wagner Equipment Co. t C ial Engi Inc.
6400 Airport Rd Bldg B Suite K 10501 Dyer Avenue 741 Thropton St.
El Paso, TX 79925 El Paso, TX 79924 €l Paso, TX 79928
Previous Bid 97-18
ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Generac Generator (175 KW) $ -
Location: Pebble Hills - 2775 Joe Battle Blvd $ -
57a PM | (Once a Month) EA 1 $ 22500 $ 2,475.00 § 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
57b  PMII (Once a Year) EA 1 $ 1,350.00 $ 1,350.00 -j 1,300.00 $ 1,300.00 :S 1,000.00 $ 1,000.00 $ 1,825.26 $ 1,825.26
57c  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,850.00 $ 1,850.00 _§ 1,850.00 $ 1,850.00 _$ 2,500.00 $ 2,500.00 $§ 2,723.26 $ 2,723.26
Maintenance for one (1)} Generac Generator (230 KW) $ -
Location: Pinnacle - 616 Agave Canyon Ct $ -
58a PM | (Once a Month) EA 11 $ 225.00 $ 2,47500 $ 250.00 $ 2,750.00 $§ 350.00 $ 3,850.00 _§ 305.00 $ 3,355.00
58b  PM Il (Once a Year) EA 1 $ 1,300.00 $ 1,300.00 $ 1,300.00 $ 1,300.00 $ 1,000.00 $ 1,000.00 _$ 1,326.26 $ 1,326.26
58c  PM Ill (Once Every 3 Years - Optional) EA 1 $ 1,620.00 $ 1,62000 $ 1,850.00 $ 1,850.00 $ 2,500.00 $ 2,500.00 _$ 2,875.75 $ 2,875.75
Maintenance for one (1) Cummins Generator (250 KW) $ -
Location: Vista Del Sol - 1701 Bob Hope Dr $ -
59a PM | (Once a Month) EA 11 $ 225.00 $ 2,47500 § 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
59b PM Il (Once a Year) EA 1 $ 1,300.00 $ 1,300.00 $ 1,875.00 $ 1,875.00 EB 1,600.00 $ 1,500.00 :E 1,956.23 $ 1,956.23
59c  PM It (Once Every 3 Years - Optional) EA 1 $ 1,620.00 $ 162000 $ 2,050.00 $ 2,050.00 $ 3,000.00 $ 3,000.00 $ 2,875.75 § 2,875.75
Maintenance for one (1) Cummins Generator (125 KW) $ - -
Location: North 2 - 11600 Patriot Freeway $ -
60a PM | (Once a Month) EA 1M $ 22500 $ 2,47500 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
60b  PM Il (Once a Year) EA 1 $ 1,525.00 $ 152500 § 1,200.00 $ 1,200.00 ~§ 1,000.00 $ 1,000.00 ~§ 1,825.23 $ 1,825.23
60c  PM Ill (Once Every 3 Years - Optional) EA 1§ 185000 $ 185000 § __ 1,700.00 $ 1,700.00 “§ __ 3,000.00 $ 3,000.00 §  2,723.23 $ 2,723.23
Maintenance for one (1) Katolight Generator (500 KW) $ - - -
Location: Unit 237 Portable Unit - 9751 C Pan American Dr $ -
61a  PM I (Once a Month) EA 1 $ 22500 $ 2,475.00 $ 250.00 $ 2,750.00 § 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
61b  PM Il (Once a Year) EA 1§ 152500 $ 152500 § __ 1,875.00 $ 1,875.00 § __ 1,500.00_ $ 1,500.00 ~§ 1,956.23 $ 1,956.23
61c  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,850.00 $ 1,85000 _§ 2,100.00 $ 2,100.00 ~§ 5,000.00 $ 5,000.00 ~§ 2,875.75 $ 2,875.75
Maintenance for one (1) Caterpillar Generator (500 KW) $ - = =
Location: Unit 307 Portable Unit - 9751 C Pan American Dr $ -
62a  PM | (Once a Month) EA 1 $ 22500 $ 2,475.00 $ 250.00 $ 2,750.00 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
62b PM Il (Once a Year) EA 1§ 152500 $ 152500 § __ 1,875.00_$ 1,875.00 “$ __ 1,600.00 $ 1,600.00 $ _ 1,956.23 $ 1,956.23
62c  PM Iil (Once Every 3 Years - Optional) EA 1§ 170000 §$ 1,70000 $ __ 2,100.00 $ 2,100.00 “$ __ 5,000.00 $ 5000.00 § 287575 $ 2,875.75
Maintenance for one (1) Cummins Generator (1250 KW) $ -7 - -
Location: RobertsorvUmbenhauer Water Treatment Plant 1 - 800 Canal Rd $ -
63a PM | (Once a Month) EA 1 $ 225.00 $ 247500 _$ 300.00 $ 3,300.00 _§ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
63b  PM Ii (Once a Year) EA 1§ 152500 § 152500 § __ 3,500.00 $ 350000 $ __ 2,000.00 $ 2,000.00 § 405623 $ 4,256.23
63c  PM Il (Once Every 3 Years - Optional) EA 1 $ 185000 $ 185000 § 447500 $ 447500 §___ 6,500.00_ $ 6,500.00 § 523263 $ 5,232.63
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PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES
TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST)
BID NUMBER: 75-22

Prepared By:

Reviewed By:
iewed By: m
Date: ﬁ q ‘ 2?
Intertech Power Systems, LLC Wagner Equipment Co. Ce cial ines Inc.
6400 Airport Rd Bldg B Suite K 10501 Dyer Avenue 741 Thropton St.

El Paso, TX 79925

El Paso, TX 79924

El Paso, TX 79928

Previous Bid 97-18

ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Cummins Generator (2000 KW) $ -
Location: Robertson/Umbenhauer Water Treatment Plant 1 - 800 Canal Rd $ -
64a PM | (Once a Month) EA 1 22500 $ 2,475.00 $ 300.00 $ 3,300.00 ¢ 350.00 $ 3,850.00 _§ 305.00 $ 3,355.00
64b  PM Il (Once a Year) EA 1 1,300.00 $ 1,300.00 3,500.00 $ 3,500.00 :; 2,700.00 $ 2,700.00 K 4,256.23 $ 4,256.23
64c  PM Ill (Once Every 3 Years - Optional) EA 1 1,620.00 $ 1,620.00 ] 4,475.00 $ 4,475.00 _$ 7,000.00 $ 7,000.00 i 5,232.63 $ 5,232.63
Maintenance for one (1) Caterpillar Generator (125 KW) $ -
Location: Well 17A - 1340 E. San Antonio Ave $ -
65a PM | (Once a Month) EA 11 22500 $ 2,475.00 _$ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
65b  PM Il (Once a Year) EA 1 1,180.00 $ 1,180.00 1,200.00 $ 1,200.00 3: 1,000.00 $ 1,000.00 $ 1,652.23 $ 1,652.23
65c  PM Il (Once Every 3 Years - Optional) EA 1 1,850.00 $ 1,850.00 : 1,700.00 $ 1,700.00 _§ 2,500.00 $ 2,500.00 $ 2,709.23 $ 2,709.23
Maintenance for one (1) Caterpiltar Generator (1800 KW) $ -
Location: Jonathan Rogers Water Treatment Plant - 10000 Southside $ -
66a PM | (Once a Month) EA 11 225.00 $ 247500 $ 300.00 $ 3,300.00 $ 350.00 $ 3,850.00 _SB 305.00 $ 3,355.00
66b PM Il (Once a Year) EA 1 1,625.00 $ 152500 $ 3,5650.00 $ 3,550.00 $ 2,000.00 $ 2,000.00 $ 4,256.23 $ 4,256.23
66c  PM lll (Once Every 3 Years - Optional) EA 1 1,850.00 $ 1,850.00 _§ 4,500.00 $ 4,500.00 $ 5,500.00 $ 5,500.00 $ 5,232.63 $ 5,232.63
Maintenance for one (1) Caterpillar Generator (1800 KW) $ - T -
Location: Jonathan Rogers Water Treatment Plant - 10000 Southside $ -
67a PM | (Once a Month) EA 1 22500 $ 2,475.00 $ 300.00 $ 3,300.00 $ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
67b  PM Il (Once a Year) EA 1 135000 $ 135000 §__ 355000 $ 3550.00 " 2,000.00 $ 2,000.00 § 425623 $ 4,256.23
67c  PM Il (Once Every 3 Years - Optional) EA 1 1,850.00 $ 1,850.00 $ 4,500.00 $ 4,500.00 5,500.00 $ 5,500.00 3 5,232.63 $ 5,232.63
Maintenance for one (1) John Deere Generator (B0OKW) $ .7 =
Location: Jonathan Rogers Water Treatment Plant - 10000 Southside $ -
68a  PM | (Once a Month) EA 11 225.00 $ 2,475.00 210.00 $ 2,310.00 § 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
68b  PM Il (Once a Year) EA 1 1,350.00 $ 1,350.00 ¢ 1,100.00 $ 1,100.00 _§ 1,000.00 $ 1,00000 “§ _ 1,32356_$ 1,323.56
68c  PM Ill (Once Every 3 Years - Optional) EA 1 1,850.00 $ 1,850.00 1,400.00 $ 1,400.00 § 1,500.00 $ 1,500.00 3 1,856.23 $ 1,856.23
Maintenance for one (1) Cummins Generator {900KW) $ -
Location: Upper Valley Water Treatment Plant - 9070 N. Vinton Road, Anthony, TX $ -
69a PM | (Once a Month) EA 11 225.00 $ 247500 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
69b  PM Il (Once a Year) EA 1 1,350.00 $ 1,350.00 $ 2,550.00 $ 2,550.00 $§ 1,000.00 $ 1,000.00 $ 2,356.23 $ 2,356.23
69c  PM Il (Once Every 3 Years - Optional) EA 1 1,850.00 $ 1,850.00 $ 3,000.00 $ 3,000.00 $ 6,500.00 $ 6,500.00 $ 3,256.56 $ 3,256.56
Maintenance for one (1) Caterpillar Generator (2000 KW) $ -
Location: Kay Bailey Hutchison Desalination Plant - 10751 Montana $ -
70a  PM | (Once a Month) EA 11 22500 $ 2,47500 $ 300.00 $ 3,300.00 $ 350.00 $ 3,850.00 $§ 305.00 $ 3,355.00
70b  PM Il (Once a Year) EA 1 1,350.00 $ 1,350.00 $ 3,600.00 $ 3,600.00 $ 2,900.00 $ 2,900.00 4 4,256.23 $ 4,256.23
70c  PM Il (Once Every 3 Years - Optional) EA 1 1,850.00 $ 1,850.00 $ 3,975.00 $ 3,975.00 § 7,000.00 $ 7,000.00 :B 523226 $ 5,232.26

Page 10



Prepared By:

Reviewed By:

PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES Reviewed By
TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST) Daw:m
BID NUMBER: 75-22
ines Inc.

Intertech Power Systems, LLC ‘Wagner Equipment Co. t C ial
6400 Airport Rd Bldg B Suite K 10501 Dyer Avenue 741 Thropton St.
El Paso, TX 79925 El Paso, TX 79924 El Paso, TX 79928
Previous Bid 97-18

ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL

Maintenance for one (1) Caterpillar Generator (2000 KW) $ -

Location: Kay Bailey Hutchison Desalination Plant - 10751 Montana $ -
71a  PM|{Once a Month) EA 11 $ 22500 $ 2,475.00 _ﬂE 300.00 $ 3,300.00 _§E 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
71b  PM Il (Once a Year) EA 1 $ 1,300.00 $ 1,300.00 _ES 3,600.00 $ 3,600.00 _SB 2,900.00 $ 2,900.00 _$> 4,256.23 $ 4,256.23
71c  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,620.00 $ 1,620.00 $ 3,975.00 $ 3,975.00 _$ 7,000.00 $ 7,000.00 _$ 5,232.26 $ 5,232.26

Maintenance for one (1) Cummins Generator {150 KW) $ -

Location: Kay Bailey Hutchison Desalination Plant - 10751 Montana $ -
72a  PM | (Once a Month) EA 1 $ 22500 $ 2,475.00 § 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
72b  PM I (Once a Year) EA 1 $ 1,300.00 $ 1,300.00 ], 1,200.00 $ 1,200.00 :E 1,000.00 $ 1,000.00 $ 1,852.23 $ 1,852.23
72c  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,620.00 $ 1,620.00 _ 1,700.00 $ 1,700.00 _$ 2,500.00 $ 2,500.00 $ 2,956.23 $ 2,956.23

Maintenance for one (1) Caterpillar Generator (2000 KW) $ -

Location: Wells 509A-515A - 10561 Montana $ -
73a  PM I (Once a Month) EA 1 $ 22500 $ 247500 $ 300.00 $ 3,300.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
73b  PM Il (Once a Year) EA 1 $ 1,300.00 $ 1,300.00 _$ 3,600.00 $ 3,600.00 :S 2,900.00 $ 2,900.00 3 4,256.23 $ 4,256.23
73¢  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,620.00 $ 1.620.00 _§ 3,975.00 $ 3,975.00 _B 7,000.00 $ 7,000.00 _$ 523256 $ 5,232.56

Maintenance for one (1) Caterpillar Generator (2500 KW) $ -

Location: Wells 97A-99A, 500A-508A - 10301 Montana $ -
74a  PM|(Once a Month) EA 1 $ 22500 $ 2,475.00 _jE 300.00 $ 3,300.00 _35 350.00 $ 3,850.00 _B 305.00 $ 3,355.00
74b  PM Il (Once a Year) EA 1 $ 1,300.00 §$ 1,300.00 _35 3,975.00 $ 3,975.00 $§ 2,900.00 $ 2,900.00 _ﬂ: 4,925.69 $ 4,925.69
74c  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,62000 $ 1,620.00 $ 4,250.00 $ 4,250.00 3 7,000.00 $ 7,000.00 $§ 5,789.56 $ 5,789.56

Maintenance for one (1) Caterpillar Generator (250 KW) $ . -

Location: Well 607 - 7000 Purple Heart Memorial Highway $ -
75a  PM | (Once a Month) EA " $ 22500 $ 2,475.00 _{ 250.00 $ 2,750.00 _$ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
75b  PM Il (Once a Year) EA 1 $ 1,350.00 $ 1,350.00 1,300.00 $ 1,300.00 $ 1,250.00 $ 1,250.00 3 1,566.23 $ 1,566.23
75¢  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,850.00 $ 1,850.00 1,800.00 $ 1,800.00 3 2,500.00 $ 2,500.00 i 1,978.26 $ 1,978.26

Maintenance for one (1) Caterpiltar Generator (250 KW) $ - T - =

Location: Well 608 - 7100 Purple Heart Memorial Highway $ -
76a  PM | (Once a Month) EA 11 $ 22500 $ 2,475.00 $ 250.00 $ 2,750.00 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
76b  PM Il (Once a Year) EA 1 $ 1,525.00 $ 1,525.00 _35 1,300.00 $ 1,300.00 i 1,250.00 $ 1,250.00 3 1,566.23 $ 1,566.23
76c  PM Il (Once Every 3 Years - Optional) EA 1 $ 1,850.00 $ 1,850.00 _55 1,800.00 $ 1,800.00 3 2,500.00 $ 2,500.00 T 1,978.25 $ 1,978.25

Maintenance for one (1) Caterpillar Generator (250 KW) $ - - -

Location: Well 609 - 7200 Purple Heart Memorial Highway $ -
77a  PM 1 (Once a Month) EA 11 $ 22500 $ 2,475.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
770 PM Il {Once a Year) EA 1 $ 1,355.00 $ 1,355.00 :B 1,300.00 $ 1,300.00 ~$ 1,250.00 $ 1,250.00 73 1,566.23 $ 1,566.23
77c PM Il Once Every 3 Years - Optional) EA 1§ 185000 § 185000 $ _ 1,800.00_ $ 1,800.00 §  2,500.00_ $ 250000 § __ 1,978.95 $ 1,978.25
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PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES
TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST)
BID NUMBER: 75-22

Prepared By:

Dend

d By:

Reviewed By: ‘ @

Date: & H! g,z

intertech Power Systems, LLC

6400 Airport Rd Bldg B Suite K
El Paso, TX 79925

Wagner Equipment Co.

10501 Dyer Avenue
El Paso, TX 79924

C

ial Inc.

741 Thropton St.
El Paso, TX 79928

Previous Bid 97-18
ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Caterpillar Generator (250 KW) $ -
Location: Well 610 - 7300 Purple Heart Memorial Highway $ -
78a  PM | (Once a Month) EA 11 22500 $ 2,475.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _§ 305.00 $ 3,355.00
78b PM Il (Once a Year) EA 1 1,187.00 $ 1,187.00 ' § 1,300.00 $ 1,300.00 “§ 1,250.00 $ 1,250.00 _§ 1,566.23 $ 1,566.23
78c  PM Il (Once Every 3 Years - Optional) EA 1 1,250.00 $ 1,250.00 EE 1,800.00 $ 1,800.00 :> 2,500.00 $ 2,500.00 $ 1,97825 $ 1,978.25
Maintenance for one (1) Caterpillar Generator (450 KW) $ - $ -
Location: Well 72A - 10201 Montana $ - $ -
79a  PM [ (Once a Month) EA 1 250.00 $ 2,750.00 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _§ 305.00 $ 3,355.00
790 PM It (Once a Year) EA 1 162500 $ 1,625.00 35 1,750.00 $ 1,750.00 $ 1,500.00 $ 1,500.00 _ﬂE 1,326.56 $ 1,326.56
79¢  PM Il (Once Every 3 Years - Optional) EA 1 1,950.00 $ 195000 _§ 1,975.00 $ 1,975.00 § 5,150.00 $ 5,150.00 $ 1,84525 $ 1,845.25
Maintenance for one (1) Caterpillar Generator (450 KW) $ -
Location: Well 47A - 10300 Montana $ -
80a PM | (Once a Month) EA 11 22500 $ 247500 $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 §$ 305.00 $ 3,355.00
80b  PM Il (Once a Year) EA 1 1,000.00 $ 1,00000 § __ 1,750.00_ $ 1,750.00 " 1,500.00_ $ 1,500.00 “§ __ 1,32656_$ 1,326.56
80c  PM IIl (Once Every 3 Years - Optional) EA 1 1,620.00 $ 1,620.00 $ 1,800.00 $ 1,800.00 ~§ 5,150.00 $ 5,150.00 " § 1,845.56 $ 1,845.56
Maintenance for one (1) Cummins Generator (500 KW) $ - = -
Location: Water Quality Laboratory - 4100 Delta Dr $ -
81a PM(Once a Month) EA 1 - $ = $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
81b  PM Il (Once a Year) EA 1 - s - § 170000 $ 1,700.00 §__ 1,500.00_ $ 1,500.00 §__ 1,625.55_ % 1,625.55
81c  PMIli (Once Every 3 Years - Optional) EA 1 - $ - _$ 2,200.00 $ 2,200.00 :5 5,150.00 $ 5,150.00 § 2,665.23 $ 2,655.23
Maintenance for one (1) Caterpillar Generator (850 KW) $ - -
Location: Grouse Lift Station - 10400 Grouse $ -
82a PM | (Once a Month) EA 1 - $ - $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
82b PM Il (Once a Year) EA 1 -8 - 73 2,350.00 $ 2,350.00 § 1,600.00 $ 1,600.00 $ 2,856.26 $ 2,856.26
82c  PM Ill (Once Every 3 Years - Optional) EA 1 -8 - 7§ 295000 $ 2,950.00 “§ __ 5,900.00 $ 5900.00 $ _ 3,356.23_ $ 3,356.23
Maintenance for one (1) Cummins Generator (400 KW) $ - T -
Location: Chihuahuita Stormwater Pump Station Il - 800 Canal Rd $ -
83a PM | (Once a Month) EA 11 - $ - $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
83b  PMII (Once a Year) EA 1 - $ - $ 1,450.00 $ 1,450.00 § 1,500.00 $ 1,500.00 ~§ 2,856.56 $ 2,856.56
83c  PM Ill (Once Every 3 Years - Optional) EA 1 - $ - $ 1,875.00 $ 1,875.00 $ 6,000.00 $ 6,000.00 § 3,355.23 $ 3,355.23
Maintenance for one (1) Cummins Generator (250 KW) $ - =
Location: Sunland Lift Station - 1063 Sunland Park $ -
84a  PM I (Once a Month) EA 1 - $ - $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
84b  PM Il (Once a Year) EA 1 - $ = $ 1,300.00 $ 1,300.00 $ 1,250.00 $ 1,250.00 ~§ 1,566.23 $ 1,566.23
84c  PM It (Once Every 3 Years - Optional) EA 1 - $ - $ 1,925.00 $ 1,925.00 $ 3,500.00 $ 3,500.00 3; 1,97825 $ 1,978.25
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Prepared By:

Reviewed By:
PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES Reviewed By:
TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST) Date:M
BID NUMBER: 75-22
Intertech Power Systems, LLC Wagner Equipment Co. t C cial Engines Inc.
6400 Airport Rd Bldg B Suite K 10501 Dyer Avenue 741 Thropton St.
El Paso, TX 79925 El Paso, TX 79924 El Paso, TX 79928
Previous Bid 97-18
ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Waukesha Generator (1200 KW) $ -
Location: Frontera Lift Station - 4131 Doniphan $ -
85a  PM | (Once a Month) EA 11 $ - $ - $ 300.00 $ 3,300.00 $ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
85b  PM Il (Once a Year) EA 1 $ - $ - E> 2,800.00 $ 2,800.00 $ 3,500.00 $ 3,500.00 _$ 4,925.23 § 4,925.23
85c  PM il (Once Every 3 Years - Optional) EA 1 $ - $ - _ﬂ; 3,150.00 $ 3,150.00 § 8,000.00 $ 8,000.00 _§ 5,789.26 $ 5,789.26
Maintenance for one (1) Perkins Generator (75 KW) $ -
Location: Mesita Lift Station - 400 Alethea Park $ -
86a PM | (Once a Month) EA 1 $ - $ - $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 A 305.00 $ 3,355.00
86b  PM Il (Once a Year) EA 1 $ -8 T 2,100.00 $ 2,100.00 § 800.00 $ 800.00 _$ 1,625.23 $ 1,625.23
86c  PM Il (Once Every 3 Years - Optional) EA 1 $ - $ - K 2,700.00 $ 2,700.00 $ 1,500.00 $ 1,500.00 § 1,961.23 §$ 1,961.23
Maintenance for one (1) Caterpillar Generator (30 KW) $ -
Location: Phase Il Stormwater Station - 4100 Doniphan $ -
87a  PM I (Once a Month) EA 1 $ -8 - 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
87b  PM Il (Once a Year) EA 1 $ - 3 T 1,550.00 $ 1,550.00 “§ 500.00 $ 500.00 $ _ 1,258.23 $ 1,258.23
87c  PM Ill (Once Every 3 Years - Optional) EA 1 $ -8 - : 1,900.00 $ 1,900.00 $ 1,000.00 $ 1,000.00 ~$ 1,668.23 $ 1,658.23
Maintenance for one (1) Cummins Generator (400 KW) $ - == -
Location: Phase | Stormwater Station - 3495 Doniphan $ -
88a  PM | (Once a Month) EA 11 $ - $ - $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
88b  PM Ii (Once a Year) EA 1 $ -8 - N 1,600.00 $ 1,600.00 ~$ 1,500.00 $ 1,500.00 $ 2,758.26 $ 2,758.26
88c  PM Ill (Once Every 3 Years - Optional) EA 1 $ -8 - 3 2,000.00 $ 2,000.00 ~§ 5,150.00 $ 5,150.00 $ 3,125.23 § 3,125.23
Maintenance for one (1) Cummins Generator (1100 KW) $ -7 =
Location: Chihuahuita Stormwater Station - 400 Calleros $ -
89a PM | (Once a Month) EA 1 $ - $ - b 250.00 $ 2,750.00 $§ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
8%b  PM Il (Once a Year) EA 1 s -8 - T§__ 155000 $ 1,550.00 “§ __ 1,900.00 $ 1,900.00 “$ __ 2,878.25 $ 2,878.25
89c  PM Il (Once Every 3 Years - Optional) EA 1 $ - $ - 3 1,950.00 $ 1,950.00 3 8,000.00 $ 8,000.00 3 3,245.25 § 3,245.25
Maintenance for one (1) Cummins Generator (400 KW) $ -
Location: Cebada Stormwater Station - 3100 Delta $ -
90a PM I (Once a Month) EA 11 $ - $ - $ 300.00 $ 3,300.00 $ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
90b  PM Il (Once a Year) EA 1 $ - $ - $ 3,250.00 $ 3,250.00 $ 1,500.00 $ 1,500.00 3 2,845.25 $ 2,845.25
90c  PM il (Once Every 3 Years - Optional) EA 1 $ = $ - $ 4,500.00 $ 4,500.00 $ 5,150.00 $ 5,150.00 3,425.26 $ 3,425.26
Maintenance for one (1) Cummins Generator (900 KW) $ -
Location: Clardy Fox Stormwater Station - 5110 Border Highway $ -
91a  PM | (Once a Month) EA 11 $ - $ - _$ 250.00 $ 2,750.00 _EE 350.00 $ 3,850.00 _SE 305.00 $ 3,355.00
91b  PM Il (Once a Year) EA 1 $ - $ - _$ 2,400.00 $ 2,400.00 _&B 1,900.00 $ 1,900.00 _!E 2,725.25 $ 2,725.25
91c  PM Il (Once Every 3 Years - Optional) EA 1 $ - $ - _$ 2,850.00 $ 2,850.00 _$ 7,000.00 $ 7,000.00 _$ 3,210.23 $ 3,210.23
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PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES

TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES

BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST)
BID NUMBER: 75-22

Prepared BVE ly

Reviewed By:

Reviewed By:

Date: gt y ;Z

Intertech Power Systems, LLC

6400 Airport Rd Bldg B Suite K
El Paso, TX 79925

Wagner Equipment Co.

10501 Dyer Avenue
El Paso, TX 79924

- C. 1 E

Inc.

741 Thropton St.
El Paso, TX 79928

Previous Bid 97-18

ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Cummins Generator (400 KW) $ -
Location: Basin A Stormwater Station - 399 Springfield $ -
92a PM I (Once a Month) EA 1" $ - $ - B 250.00 $ 2,750.00 _§ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
92b  PMII (Once a Year) EA 1 $ - $ - B 1,600.00 $ 1,600.00 1,500.00 $ 1,500.00 _§ 2,878.25 $ 2,878.25
92c  PM Il (Once Every 3 Years - Optional) EA 1 $ - $ - 8 2,050.00 $ 2,050.00 : 6,000.00 $ 6,000.00 ]B 3,24525 $ 3,245.25
Maintenance for one (1) Cummins Generator (80 KW) $ -
Location: Airway Stormwater Station - 1733 Airway Blvd $ -
93c  PMI(Once a Month) EA 1" $ - $ - b 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
93c  PMII (Once a Year) EA 1 $ - $ - § 1,250.00 $ 1,250.00 " 500.00 $ 500.00 $ 1,22325 $ 1,223.25
93¢ PM Ill (Once Every 3 Years - Optional) EA 1 $ -8 - 7§ 1,400.00 $ 1,400.00 1,500.00 $ 1,500.00 $ _ 1,916.25 $ 1,916.25
Maintenance for one (1) Generac Generator (400 KW) $ - T -
Location: Le Barron Stormwater Station - 834 Bordeaux (SW) $ -
94a  PM | (Once a Month) EA 11 $ - 8 - b 250.00 $ 2,750.00 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
94b  PM I (Once a Year) EA 1 $ - $ - :: 1,500.00 $ 1,500.00 1,500.00 $ 1,500.00 ~$ 2,878.25 $ 2,878.25
94c  PM Il (Once Every 3 Years - Optional) EA 1 $ - $ - B 2,025.00 $ 2,025.00 2,500.00 $ 2,500.00 $ 3,245.25 § 3,245.25
Maintenance for one (1) Cummins Generator (500 KW) $ - = -
Location: Montwoced Il - 12700 Montwood $ -
95a  PM I (Once a Month) EA 1 $ - $ - b 250.00 $ 2,750.00 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
95b  PM Il (Once a Year) EA 18 -8 - § 167500 $ 1,675.00 " 1,600.00_ $ 1,600.00 § __ 1,72526_$ 1,725.26
95¢c  PM Il (Once Every 3 Years - Optional) EA 1 $ - $ - b 2,100.00 $ 2,100.00 6,000.00 $ 6,000.00 3 2,423.25 $ 2,423.25
Maintenance for one (1) Caterpillar Generator (230 KW) $ -7 = -
Location: Pico Norte Lift Station - 10675 Pico Norte $ -
96a PM I (Once a Month) EA 1 $ - $ - $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
96b  PM Il (Once a Year) EA 1 s - 8 - § 135000 $ 1,350.00 § __ 1,250.00_ $ 125000 § _ 1,656.25 $ 1,656.25
96¢c  PM Il (Once Every 3 Years - Optional) EA 1 $ - $ - b 1,900.00 $ 1,900.00 ~$ 2,500.00 $ 2,500.00 $ 2,356.25 § 2,356.25
Maintenance for one (1) Cummins Generator (575 KW) $ - =
Location: Easyway Lift Station - 151 Easyway $ -
97a  PM | (Once a Month) EA 1 $ - $ - $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $§ 305.00 $ 3,355.00
97b  PM Il (Once a Year) EA 1 $ - $ - 38 1,800.00 $ 1,800.00 " 1,500.00 $ 1,500.00 § 1,827.26 $ 1,827.26
97c  PMIIl (Once Every 3 Years - Optional) EA 1 $ - $ - 58 2,075.00 $ 2,075.00 6,000.00 $ 6,000.00 $ 2,42526 $ 2,425.26
Maintenance for one (1) Caterpillar Generator (100 KW) $ - T -
Location: Wyoming Stormwater Station - 2000 Wyoming Ave $ -
98a PM I (Once a Month) EA 1" $ - $ S 250.00 $ 2,750.00 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
98b PM Il (Once a Year) EA 1 $ - $ - b 1,050.00 $ 1,050.00 " 1,000.00 $ 1,000.00 ~$ 1,656.25 $ 1,656.25
98c  PM lil (Once Every 3 Years - Optional) EA 18 - - 7§ 125000 $ 1,250.00 3 1,500.00 $ 1,500.00 §__ 2,356.25_$ 2,356.25
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Reviewed By:

PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES Reviewed By:
TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST) Date:_%
BID NUMBER: 75-22
Intertech Power Systems, LLC Wagner Equipment Co. h Ci ial Engines Inc.
6400 Airport Rd Bldg B Suite K 10501 Dyer Avenue 741 Thropton St.
El Paso, TX 79925 El Paso, TX 79924 €l Paso, TX 79928

Previous Bid 97-18
ITEM DESCRIPTION UNIT | -atY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL

Maintenance for one (1) Olympian Generator (120 KW) $ -
Location: Dallas Outfall Stormwater Station - 210 N. Dallas $ -
99a PM | (Once a Month) EA 11 $ - $ - b 250.00 $ 2,750.00 § 350.00 $ 3,850.00 § 305.00 $ 3,355.00
99b  PM It (Once a Year) EA 1 $ -8 - & 1,15000_$ 1,150.00 ~§ 900.00 $ 900.00 §  1,666.25 $ 1,656.25
99c  PM lil (Once Every 3 Years - Optional) EA 1 $ - 8 - 8 1,875.00 $ 1,875.00 ]5 1,500.00 $ 1,500.00 $ 2,356.25 $ 2,356.25
Maintenance for one (1) General/Cummins Generator $ -
Location: Dallas Outfall Stormwater Station - 210 N. Dallas $ -
100a PM | (Once a Month) EA 1 $ - $ - $ 250.00 $ 2,750.00 $§ 350.00 $ 3,850.00 § 305.00 $ 3,355.00
100b PM Il (Once a Year) EA 1 $ N $ - 2,475.00 $ 2,475.00 _§ 1,000.00 $ 1,000.00 :» 2,845.23 $ 2,845.23
100c  PM Il (Once Every 3 Years - Optional) EA 1 $ - $ - :, 2,800.00 $ 2,800.00 ]5 6,000.00 $ 6,000.00 _$ 3,625.23 $ 3,625.23
Maintenance for one (1)} General/Cummins Generator $ -
Location: Dallas Outfall Stormwater Station - 210 N. Dallas $ -
101a PM | (Once a Month) EA 11 $ - $ - $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
101b  PM i (Once a Year) EA 18 -5 - §__ 247500 $ 2,475.00 §___1,000.00 $ 1,00000 § _ 2,84523 § 2,845.23
101c  PM Il (Once Every 3 Years - Optional) EA 18 -8 - 7§ 280000 $ 2,800.00 § _ 6,000.00 $ 600000 § 362523 § 3,625.23
Maintenance for one (1) Cummins Generator (1750 KW) $ - T =
Location: 222 Magnolia Storm Station - 211 Magnolia St $ -
102a PM [ (Once a Month) EA 1 $ - $ - i 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 _E 305.00 $ 3,355.00
102b  PM Il (Once a Year) EA 18 -8 - § 130000 $ 1,300.00 § __ 2,500.00_$ 2,90000 _§ 384623 $ 3,846.23
102c  PM Iit (Once Every 3 Years - Optional) EA 1 $ - $ - § 1,525.00 $ 1,5625.00 § 7,000.00 $ 7,000.00 " § 4,610.23 $ 4,610.23
Maintenance for one (1) Cummins Generator (480 KW) $ - = -
Location: John T. Hickerson Water Reclamation Plant - 701 Executive Ctr. Blvd $ -
103a PM | (Once a Month) EA 1 $ - $ - $ 250.00 $ 2,750.00 § 350.00 $ 3,850.00 § 305.00 $ 3,355.00
1030 PM Il (Once a Year) EA 1 $ - $ - 73 1,650.00 $ 1,650.00 :E 1,900.00 $ 1,900.00 ~$ 2,845.23 $ 2,845.23
103c  PM IIl (Once Every 3 Years - Optional) EA 1 $ - $ - 78 2,100.00 $ 2,100.00 $ 5,000.00 $ 5,000.00 § 3,42325 $ 3,423.25
Maintenance for one (1) Waukesha Generator (1100 KW) $ -
Location: John T. Hickerson Water Reclamation Plant - 701 Executive Ctr. Bivd $ -
104a PM | (Once a Month) EA 11 $ $ $ 300.00 $ 3,300.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
104b  PM I} (Once a Year) EA 1 $ $ $ 3,300.00 $ 3,300.00 § 3,500.00 $ 3,500.00 § 3,745.23 § 3,745.23
104c  PM Ill (Once Every 3 Years - Optional) EA 1 $ $ $ 4,350.00 $ 4,350.00 " § 7,000.00 $ 7,000.00 ~§ 4,12323 $ 4,123.23
Maintenance for one (1) Caterpillar Generator (520 KW) $ - =
Location: John T. Hickerson Water Reclamation Plant - 701 Executive Ctr. Bivd $
105a PM | (Once a Month) EA 1 $ $ S 250.00 $ 2,750.00 _ﬂ 350.00 $ 3,850.00 _B 305.00 $ 3,355.00
105b  PM Il (Once a Year) EA 1 $ $ S 1,800.00 $ 1,800.00 __5 1,700.00 $ 1,700.00 § 2,84523 $ 2,845.23
105¢c  PM Il (Once Every 3 Years - Optional) EA 1 $ $ 3 2,100.00 $ 2,100.00 _§ 5,150.00 $ 5,150.00 :B 3,42323 $ 3,423.23
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PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES

TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST)

BID NUMBER: 75-22

Intertech Power Systems, LLC

6400 Airport Rd Bldg B Suite K
El Paso, TX 79925

Wagner Equipment Co.

10501 Dyer Avenue
El Paso, TX 79924

h C cial Engines Inc.

741 Thropton St.
El Paso, TX 79928

Previous Bid 97-18

ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL
Maintenance for one (1) Caterpillar Generator (520 KW) $ -
Location: John T. Hickerson Water Reclamation Plant - 701 Executive Ctr. Bivd $ -
106a PM | (Once a Month) EA 1 $ - $ - $ 250.00 $ 2,750.00 _‘S 350.00 $ 3,850.00 _$ 305.00 $ 3,355.00
106b  PM Il (Once a Year) EA 1 $ - $ - $ 1,800.00 $ 1,800.00 _§ 1,700.00 $ 1,700.00 _3 2,845.23 $ 2,845.23
106c  PM IIl (Once Every 3 Years - Optional) EA 1 $ - $ - $ 2,100.00 $ 2,100.00 _§ 5,150.00 $ 5,150.00 _§ 3,42323 $ 3,423.23
Maintenance for one (1) Detroit Generator (825 KW) $ -
Location: Haskell R. Street Wastewater Treatment Plant - 4100 Delta $ -
107a PM | (Once a Month) EA 11 $ - $ - b 250.00 $ 2,750.00 _SB 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
107b PM It (Once a Year) EA 1 $ - $ T 2,250.00 $ 2,250.00 § 2,000.00 $ 2,000.00 " § 2,456.23 $ 2,456.23
107c  PM Ill (Once Every 3 Years - Optional) EA 18 -8 - § 260000 $ 2,600.00 §___ 6,000.00_ $ 6,00000 §  3,12356_$ 3,123.56
Maintenance for one (1) Caterpillar Generator (250 KW) $ -
Location: Haskell R. Street Wastewater Treatment Plant - 4100 Delta $ -
108a PM I (Once a Month) EA 1 $ - $ - 8 250.00 $ 2,750.00 _$ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
108b PM Il (Once a Year) EA 1 $ - $ - $ 1,350.00 $ 1,350.00 $ 1,250.00 $ 1,250.00 $ 2,6563.23 $ 2,653.23
108c  PM Ill {Once Every 3 Years - Optional) EA 1 $ - $ - :3 1,875.00 $ 1,875.00 EB 2,500.00 $ 2,500.00 $ 3,123.26 $ 3,123.26
Maintenance for one (1) Baylor Generator/White Superior Nat. Gas Engine (1500 KW) $ -
Location: Roberto R. Bustamante Wastewater Treatment Plant - 10001 Southside Rd $ -
109a PM 1 (Once a Month) EA 1 $ = $ - $ 300.00 $ 3,300.00 $ 350.00 $ 3,850.00 $§ 305.00 $ 3,355.00
109b PM Il (Once a Year) EA 1 $ - $ - $ 3,250.00 $ 3,250.00 § 2,000.00 $ 2,000.00 " § 5,623.23 §$ 5,623.23
109c  PM Il {Once Every 3 Years - Optional) EA 1 $ - $ - $ 4,475.00 $ 4,475.00 § 8,000.00 $ 8,000.00 ~§ 5,866.23 $ 5,866.23
Maintenance for one (1) Baylor Generator/White Superior Nat. Gas Engine (1500 KW) $ - -
Location: Roberto R. Bustamante Wastewater Treatment Plant - 10001 Southside Rd $ -
110a PM I (Once a Month) EA 1 $ - $ - $ 300.00 $ 3,300.00 _SE 350.00 $ 3,850.00 _B 305.00 $ 3,355.00
110b  PM Il (Once a Year) EA 1 $ - $ - $ 3,250.00 $ 3,250.00 § 2,000.00 $ 2,000.00 $ 5,623.22 $ 5,623.22
110c  PM Ill {Once Every 3 Years - Optional) EA 1 $ - $ - $ 4,475.00 $ 4,475.00 " § 8,000.00 § 8,000.00 " §$ 5,866.23 $ 5,866.23
Maintenance for one (1) Cummins Generator (1000 KW) $ -
Location: Fred Hervey Water Reclamation Treatment Plant - 11700 Railroad Dr $ -
t11a  PM|(Once a Month) EA 11 $ -8 - 8 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
1116 PM Il (Once a Year) EA 1 s -8 - §__ 267500 $ 2,675.00 _§___ 1,000.00_ $ 1,900.00 "§__ 1,856.23_ $ 1,856.23
111c  PM Il {Once Every 3 Years - Optional) EA 1 $ - $ - 78 3,150.00 $ 3,150.00 _§ 6,000.00 $ 6,000.00 " § 2,845.26 $ 2,845.26
Maintenance for one (1) Generac Natural Gas Generator (150 KW) $ - T - =
Location: Customer Service Center - 6400 Boeing Dr $ -
112a  PM | (Once a Month) EA 11 $ - $ - _3 250.00 $ 2,750.00 _$ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
112b  PM Il (Once a Year) EA 18 -8 - § 125000 $ 1,250.00 § __ 1,000.00_$ 1,00000 $__ 1,789.96_$ 1,789.26
112c  PM Il (Once Every 3 Years - Optional) EA 1 $ - $ - $ 1,750.00 $ 1,750.00 _5; 2,500.00 $ 2,500.00 3 2,709.23 § 2,709.23
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Prepared (y:

Reviewed By:
PUBLIC SERVICE BOARD - EL PASO WATER UTILITIES Reviewed By: i §

TABULATION OF BIDS FOR: ENGINE AND GENERATOR MAINTENANCE SERVICES 2L
BID TO BE OPENED: June 16, 2022 at 11:00 AM (MST) Date:_%./z__
BID NUMBER: 75-22

Intertech Power Systems, LLC Wagner Equipment Co. Southwest Commercial Engines Inc.
6400 Airport Rd Bldg B Suite K 10501 Dyer Avenue 741 Thropton St.
El Paso, TX 79925 El Paso, TX 79924 El Paso, TX 79928

Previous Bid 97-18 I
ITEM DESCRIPTION UNIT *QTY Unit Cost 10/09/2018 UNIT COST TOTAL UNIT COST TOTAL UNIT COST TOTAL

Maintenance for one (1) Caterpillar Generator (600 KW) $
Location: Fleet Maintenance Building - 9751 Pan American Dr $
113a  PM | (Once a Month) EA 1 $ $ $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
113b  PM Il (Once a Year) EA 1 $ $ $ 1,800.00 $ 1,800.00 $ 1,600.00 $ 1,600.00 $ 2,456.23 $ 2,456.23
113c  PM Il (Once Every 3 Years - Optional) EA 1 $ $ $ 2,100.00 $ 2,100.00 " § 6,000.00 $ 6,000.00 $ 2,845.23 $ 2,845.23
Maintenance for one (1) Cummins Generator (450 KW) $
Location: El Paso Water Main Office - 1154 Hawkins Bivd $
114a  PM | (Once a Month) EA 1 $ $ S 250.00 $ 2,750.00 _$ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
114b  PM Il (Once a Year) EA 1 $ $ _$ 1,500.00 $ 1,5600.00 _$ 1,900.00 $ 1,900.00 :; 1,456.23 $ 1,456.23
114c  PM lIl (Once Every 3 Years - Optional) EA i $ $ ] 2,075.00 $ 2,075.00 _$ 6,000.00 $ 6,000.00 _$ 1,845.25 $ 1,845.25
Maintenance for one (1) Cummins Generator (1000 KW) $
Location: El Paso Water Field Office - 9751 C Pan American Dr $
115a  PM | (Once a Month) EA 11 $ $ $ 250.00 $ 2,750.00 $ 350.00 $ 3,850.00 $ 305.00 $ 3,355.00
115b  PM Il (Once a Year) EA 18 $ §__ 325000 $ 3,250.00 § __ 2,000.00_ $ 2,00000 §__ 384623 $ 3,846.23
115¢c  PM Il (Once Every 3 Years - Optional) EA 1 $ $ $ 4,300.00 $ 4,300.00 _B 7,000.00 $ 7,000.00 _$ 461223 $ 4,612.23
116  ALLOWANCE (Up to $250,000.00 Annually) § 150,000.00 $§ 250,000.00 b 250,000.00 $  250,000.00
Bid Total (Items 1a-b thru 115a-b and 116) [$__798,385.00 | 5 872,250.00 | [3s86,518.95]
Bidders Total 3 794,435.00 3 867,400.00 $ 881,311.72
OPTIONAL ITEM
117  Bid Total of Items 1c - 115¢ $ 166,425.00 $ 283,775.00 $ 514,100.00 $ 353,229.83
Bidders Total 3 282,075.00 $ 511,600.00 $ 350,273.60
Additional Rates/Hourly Charges
Sr. Technician Hourly Rate: b 85.00 $ 85.00 $ 138.00 $ 120.00
Technician Hourly Rate: 3 85.00 3 85.00 3 138.00 3 120.00
Sr. Mechanic Hourly Rate: _JS 85.00 b 85.00 138.00 120.00
Mechanic Hourly Rate: 3 85.00 3 85.00 3 138.00 5 120.00
Sr. Electrical Technician Hourly Rate: § 85.00 b 85.00 5 138.00 5 120.00
Electrical Technician Hourly Rate: $ 85.00 $ 85.00 $ 138.00 $ 120.00
Controls Technician Hourly Rate: $ 85.00 $ 85.00 $ 138.00 $ 120.00
Technician Helper Hourly Rate: $ 85.00 $ 85.00 3 138.00 3 120.00
Emergency Call Rate: $ 100.00 $ 100.00 5 218.00 3 160.00
Charge for Travel To & From Jobsite (Based on 20 Miles Round Trip): $ - $ - 5 248.00 3 50.00
Resident Bidder Resident Bidder Resident Bidder
Discount 15% off Labor 1 Year None None
Payment Terms Net 30 Days Net 30 Days Net 30 Days
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